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WHI - WHITE
VIO - VIOLETTE
BLU - BLUE
BLK - BLACK
BRN - BROWN
YEL/GRN - YELLOW/GREEN
LEGEND:

See note
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LEGEND:
BLK -      BLACK 
BLU -      BLUE 
BRN -     BROWN 
OG  -      ORANGE
RD  -      RED
WH -      WHITE 
GN/YE - GREEN/YELLOW
CAP. -    CAPACITY
COMP. - COMPRESSOR

              OPTIONAL:
1. CONNECTED ONLY FOR  ALL 
    SEASON UNIT.
2. SP ---- PRESSURE CONTROL 
    ELECTRONIC (FOR ALL SEASON)
3. PTCH ----- PTC HEATER FOR DRAINING 
    WATER.
4. HPS ---- HIGH PRESSURE SWITCH 
    (ONLY FOR GC30RC)
5.       ONLY NEED WHEN POWER
    CONNECT TO INDOOR.

Note:          For power connect to 
outdoor remove the link (BN) 
between terminal (4) & (L)OUTDOOR
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